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The common platform for KNX
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1. Power Supply (9-36 VDC / 24 VAC) 5. USB storage
2. KNX 6. Modbus RTU EIA-232
3. Modbus TCP & Console 7. Modbus RTU EIA-485 Y 7
4. Console Port Hms

USB Mini-B type ll
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1. Power Supply (9-36 VDC / 24 VAC) 5. USB storage
2. KNX 6. Not used
3. Modbus TCP & Console 7. Modbus RTU EIA-485 Y 7
4. Console Port Hms

USB Mini-B type ll
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1. Power Supply (9-36 VDC / 24 VAC) 5. USB storage
2. KNX 6. Not used

3. BACnet/IP Console & Modbus TCP (optional) 7. BACnet MS/TP EIA-485
4. Console Port
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1. Power Supply (9-36VDC / 24VAC) 5. USB storage
2. KNX 6. Not used y7,
3. BACnet/IP & Console 7. BACnet MS/TP EIA-485
4. Console Port Hms
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1. Power Supply (9-36 VDC / 24 VAC) 5. USB storage
2. KNX 6. ASCII EIA-232
3. ASCII TCP & Console 7. ASCII EIA-485
4. Console Port 17
USB Mini-B type Hms
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